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DEDUCT ALTERNATE #1 NOTES

BASE BID: INSTALL ALL NEW SENSORS AS SHOWN ON THIS SHEET.

DEDUCT ALTERNATE #1:  OMIT ALL       SENSORS DENOTED BY "DA1" ON THIS SHEET.T

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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MAIN CAMPUS

IMPROVE WATER

SYSTEM TO PREVENT

LEGIONELLA

DAD

PARTIAL BASEMENT PLUMBING

PLAN - RESEARCH ADDITION

B-REA
JMC
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 1/8" = 1'-0"

PARTIAL BASEMENT PLUMBING PLAN - RESEARCH
ADDITION

1N

 1" = 100'-0"

KEY PLAN - RESEARCH ADDITION B

1 PROVIDE NEW 3/4" DOMESTIC HOT WATER RETURN LINE WITH HOT WATER RECIRCULATION VALVE ASSEMBLY.

REMOVE EXISTING AERATOR IF INSTALLED AND INSTALL LAMINAR FLOW CONTROL DEVICE ON EXISTING FAUCET.
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FLOAT WORK NOTE

CONTRACTOR MAY WORK IN FLOAT AREAS AFTER ALL FIRST AND SECOND SHIFT WORK HAS BEEN COMPLETED OR THERE
IS A SCHEDULING CONFLICT DURING FIRST OR SECOND SHIFT WORK. IN THE CASE OF A SCHEDULING CONFLICT, THE
CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED AND IDENTIFY THE FLOAT AREA
THEY PLAN TO WORK IN. CONTRACTOR MUST RECEIVE APPROVAL FROM COR PRIOR TO WORKING IN FLOAT AREAS.

SPECIAL OCCUPANCY FLOAT WORK AREA NOTE

ALL WORK SHOWN ON THIS SHEET SHALL BE CONSIDERED FLOAT WORK FOR SCHEDULING PURPOSES. HOWEVER THIS
AREA WILL BE OCCUPIED THROUGHOUT CONSTRUCTION. THE AVAILABILITY OF WORK WILL BE ON A ROOM BY ROOM BASIS
AND WILL BE AT THE DISCRETION OF THE DEPARTMENT HEAD AND COR. CONTRACTOR MUST COORDINATE WORK IN A
ROOM BY ROOM BASIS.
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FLOAT WORK NOTE

CONTRACTOR MAY WORK IN FLOAT AREAS AFTER ALL FIRST AND SECOND SHIFT WORK HAS BEEN COMPLETED OR THERE
IS A SCHEDULING CONFLICT DURING FIRST OR SECOND SHIFT WORK. IN THE CASE OF A SCHEDULING CONFLICT, THE
CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED AND IDENTIFY THE FLOAT AREA
THEY PLAN TO WORK IN. CONTRACTOR MUST RECEIVE APPROVAL FROM COR PRIOR TO WORKING IN FLOAT AREAS.

SPECIAL OCCUPANCY FLOAT WORK AREA NOTE

ALL WORK SHOWN ON THIS SHEET SHALL BE CONSIDERED FLOAT WORK FOR SCHEDULING PURPOSES. HOWEVER THIS
AREA WILL BE OCCUPIED THROUGHOUT CONSTRUCTION. THE AVAILABILITY OF WORK WILL BE ON A ROOM BY ROOM BASIS
AND WILL BE AT THE DISCRETION OF THE DEPARTMENT HEAD AND COR. CONTRACTOR MUST COORDINATE WORK IN A
ROOM BY ROOM BASIS.
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DEMOLITION CODED NOTES

2 REMOVE EXISTING HOT WATER RETURN VALVE ASSEMBLY AND ASSOCIATED PIPING TOP LOCATION SHOWN ON
PLANS.

REMOVE SECTION OF 1/2" HOT WATER RETURN PIPING TO LOCATION SHOWN ON PLANS.
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TP

X-1/2"CW DOWN
FROM 2ND FLOOR

TPV

X-1/2"CW DOWN TO BASEMENT

X-1-1/2"CW DOWN TO BASEMENT

X-3/4"CW,
X-3/4"HW

DOWN TO
BASEMENT

TPVX-1/2"CW
DOWN TO

BASEMENT

X-3/4"CW,
X-3/4"HW DN

MOCK-UP FIXTURES
(NO PLUMBING)

TO FILTER FOR
ICE MAKER

DISHWASHER

FOR ICEMAKER

TPV

TPV

TP

TPV

TP X-1/2"CW UP

X-1/2"CW, X-1/2"HW,
X-1/2"HWR DN TO

BASEMENT

X-3/4"CW,
X-3/4"HW DN

X-3/4"CW,
X-3/4"HW DN

X-1-1/2"CW,
X-3/4"HW DN

X-1-1/2"CW,
X-1/2"CW,
X-3/4"HW DN
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X-3/4"HW DN
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X-3/4"HW DN

X-1/2"CW,
X-1/2"HW DN

X-3"CW,
X-2-1/2"HW,

X-1-1/2"HWR
UP/DN

X-1/2"CW UP FROM BASEMENT FOR COFFEE MAKER

X-1/2"CW UP FROM
BASEMENT FOR
COFFEE MACHINE
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KT/PT/Cardio Storage
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Soiled Linen Holding
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Serv. Elev. Lobby
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Mechanical

1F191

Corridor
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Electrical
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Corridor
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Mechanical Shaft
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Y2W2U2S2P2
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C18
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B6A6
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B7

1

DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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TP

TP

X-1/2"CW, X-1/2"HW
DOWN TO BASEMENT

TP
X-1/2"CW UP

X-1-1/4"CW DN

X-1/2"HW DN

TPV

X-3/4"CW,
X-3/4"HW DN

X-1-1/4"CW DN

X-1/2"HW DN

X-1/2"CW UP X-1/2"CW,
X-1/2"HW UP
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X-1/2"CW DN
TO HOSE BIBB

BACKFLOW PREVENTER

X-1/2"CW DN
X-1/2"HW DN

X-1/2"CW DN TO
EXTERIOR WALL
HYDRANT

X-1/2"CW, X-1/2"HW
DN TO FAUCET

X-3/4" CW DN TO GLYCOL TANK
AND TRAP PRIMER VALVES

X-1/2"CW DN
TO HOSE BIBB

X-1"CW DN TO
WATER CLOSET

X-3/4"CW,X-3/4"HW
DN TO LAVATORY

MIXING VALVE

X-3/4"CW DN

2"CW DN

1

X - 4"ø

X - 3/4"ø CW
X - 3/4"ø HW

X - 3/4"ø CW
X - 3/4"ø CW
X - 3/4"ø HW

X - 6"ø CW
X - 6"ø HW
X - 3"ø HWR

X - 3/4"ø
X - 1"ø CW

X - 1/2"ø CW

X - 3/4"ø CW

X - 3/4"ø HW

X - 3/4"ø HW
X - 1"ø CW

X - 1/2"ø CW
X - 1/2"ø HW

X - 1/2"ø CW
X - 1/2"ø HW

X - 2"ø CW

1

X - 3/4"ø

1

X - 6"ø CW
X - 6"ø HW

X - 3"ø HWR

DN

P-802

DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FLOAT WORK NOTE

CONTRACTOR MAY WORK IN FLOAT AREAS AFTER ALL FIRST AND SECOND SHIFT WORK HAS BEEN COMPLETED OR THERE
IS A SCHEDULING CONFLICT DURING FIRST OR SECOND SHIFT WORK. IN THE CASE OF A SCHEDULING CONFLICT, THE
CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED AND IDENTIFY THE FLOAT AREA
THEY PLAN TO WORK IN. CONTRACTOR MUST RECEIVE APPROVAL FROM COR PRIOR TO WORKING IN FLOAT AREAS.
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PARTIAL FIRST FLOOR PLUMBING

DEMOLITION PLAN - ENERGY
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PARTIAL FIRST FLOOR PLUMBING DEMOLITION
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KEY PLAN - ENERGY CENTER 1
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fume hood
sink

ICE MAKER

X-MV
ICE MAKER

UP THRU FLOOR

EYE WASH /
SHOWER

FD

P-420

P-420

P-609

P-501

P-112

P-112
P-201

X - 1/2"ø CW

X - 1/2"ø HWR
X - 3/4"ø HW
X - 3/4"ø CW

X - 3/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR

X - 2"ø CW
X - 1"ø HW
X - 1/2"ø HWR

X - 3/4"ø CW
X - 3/4"ø HW

X - 2"ø CW

X - 2"ø CW
X - 1"ø HW
X - 1/2"ø HWR

X - 1 1/2"ø HW
X - 1 1/2"ø CW

X - 2"ø CW
X - 2"ø HW

X - 3/4"ø HWR

X - 3/4"ø CW
X - 1"ø HW
X - 1/2"ø HWR

P-402

Electrical Panel

1-F511

Egineering Closet

1-F516

IRM Telecomm Room

1-F515

Specimen Toilet

1-F560

ANTE Room

1-F561

Phlembotomy Supplies

1-F562

Phlembotomy Office

1-F563

Specimen Accessioning

1-F564

Special Chemestry 1

1-F570

Room

1-F571

Special Chemestry 2

1-F572

Urinalysis

1-F573

Core Lab Automated Chemistry

1-F574

Supplies

1-F575

Immunology

1-F576

Chem Office #3

1-F577

EMS

1-F578

Fluorescent Microscop.

1-F579

Room

1-F580

Lounge

1-F581

Conference

1-F582

Corridor

1-F583

Female Toilets

1-F520

EMS

1-F521

Male Toilets

1-F522

Chief Office

1-F523

Assist. Chief Office

1-F524

Pathologist Office

1-F525

Clerical

1-F526

Pathologist Office

1-F527

Pathologist Office

1-F528

Room

1-F529

Fluorescent Microscope

1-F530

ANTE Room

1-F531

Molecular Vrology Lab Biosafety Level 3

1-F532

ANTE Room

1-F533

Mycobacterology (TB) Mycology Lab
Biosafety Level 3

1-F534

Chemesitry Office #4

1-F535

Intake

1-F540

Gross & Frozen Section

1-F541

Screening Office

1-F542

Ontology

1-F543

Histology

1-F544

Microscope & Slide Room

1-F545

Histology

1-F546

Corridor

1-F547

Pathologist Office

1-F548

Elec Room

1-F549

Stair A

1-F550

Bio-Hazard Trash Hold

1-F551Toxicology GM/MASS SPEC Testing

1-F552

Toxicology GM/MASS Spec Extraction

1-F553

ICP MASS SPEC

1-F554

Microbiology Specimen Prep

1-F555

Microbiology Office 2

1-F556

Microbiology Office

1-F557

Bicrobiology BSL - 2 Lab

1-F558

Blood Bank

1-F565

Blood Bank Office

1-F566

Chemistry Office #1

1-F567

Chemistry Office #2

1-F568

IT EDU Office

1-F569

Corridor

1-F501

Corridor

1-F502

Corridor

1-F503

Elevated Walkway

1-F601

P-708

P-528

P-528

P-528

P-528

P-528

P-528

P-402

P-528
P-505

X - 1 1/4"ø CW

X - 1/2"ø HW X - 1/2"ø HWR

X - 1 1/2"ø CW
X - 1 1/2"ø HW
X - 3/4"ø HWR

X - 1/2"ø HWR
X - 1"ø HW
X - 1"ø CW

X - 1/2"ø HWR

X - 1"ø HWX - 1"ø CW

X - 3/4"ø
X - 3/4"ø

P-708

P-528

X - 1/2"ø HW
X - 3/4"ø HW
X - 3/4"ø CW

P-528

P-528
P-708

P-528

P-528

X - 3/4"ø HW

X - 1/2"ø HWR
X - 1 1/4"ø HW
X - 1 1/4"ø CW

X - 1/2"ø HWR
X - 1/2"ø HWR

X - 1/2"ø CW

X - 3/4"ø HWR
X - 1/2"ø HW
X - 3/4"ø CW

X - 1/2"ø CW
X - 1/2"ø HW

X - 1/2"ø CW

X - 1/2"ø HW

P-528

X - 1/2"ø HWR
X - 3/4"ø HW
X - 3/4"ø CW

X - 1 1/2"ø CW
X - 1 1/2"ø HW
X - 3/4"ø HWR

P-528

P-528

P-528

P-708 P-528

P-528

X - 1 1/4"ø
X - 1 1/4"ø

X - 3/4"ø CW
X - 3/4"ø HW

X - 3/4"ø HWR

X - 3/4"ø CW
X - 3/4"ø HW
X - 3/4"ø HWR

P-528

X - 1/2"ø HWR
X - 3/4"ø HW
X - 3/4"ø CW

P-528

P-708

P-528
P-528

X - 1/2"ø CW
X - 1/2"ø HW
X - 1/2"ø HWR

P-502

P-401

P-708

X - 3/4"ø HWR
X - 1"ø HW
X - 1"ø CW

X - 3/4"ø CW
X - 3/4"ø HW

X - 1/2"ø HWR
X - 3/4"ø HW
X - 3/4"ø CW

P-528

X - 3/4"ø CW
X - 3/4"ø HW

X - 3/4"ø HW
X - 3/4"ø CW

P-528

P-401

X - 1/2"ø HW

X - 1/2"ø HWR
X - 1/2"ø HW
X - 1/2"ø CW

X - 1/2"ø HWR
X - 1/2"ø HW
X - 1/2"ø CW

P-708

P-528

P-528

X - 1/2"ø HW

X - 1/2"ø CW

P-528

P-528

P-528

P-708

P-528

P-708

X - 3/4"ø CW
X - 3/4"ø HW

X - 3/4"ø HWR

X - 1 1/2"ø CW
X - 1 1/2"ø HW
X - 3/4"ø HWR

X-PUMP

P-528

X - 1/2"ø HWR
X - 3/4"ø HW
X - 3/4"ø CW

X - 1/2"ø CW
X - 1/2"ø HW

X - 1/2"ø HWR

X - 3/4"ø HW
X - 1 1/4"ø CW

1

1

1

1

1

X - 3/4"ø HWR

X - 3/4"ø CW

X - 1/2"ø HWR

Z5 Z6 Z7 Z8

1N

2M

1K

1H

1G

1E

1C

3B 4B 5B 6B 8B7B

3D 4D 5D 6D 8D7D

3F 4F 5F 6F 8B7F
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

FIRST SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED DURING FIRST SHIFT (7AM-4PM). IN THE CASE OF A
SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING STOPPED
AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE DAY.
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DEAD LEG DEMOLITION CODED NOTE

1 CUT AND CAP EXISTING DEAD LEG PIPING AT LIMIT OF DEMOLITION SYMBOL. CONTRACTOR SHALL CAP PIPING,
WITHIN TWO PIPE DIAMETERS, OFF OF THE MAIN IT IS CONNECTED TO. CONTRACTOR SHALL DRAIN, CAP AND
LABEL REMAINING DEAD LEG PIPING AND ABANDON IN CEILING. BRIGHT YELLOW LABELS SHALL BE PLACED AT
BOTH ENDS OF EACH ABANDONED PIPE. LABEL SHALL READ "ABANDONED PIPING". CONTRACTOR SHALL
REMOVE AND REPLACE CEILINGS AS NECESSARY TO ACCOMPLISH WORK. CONTRACTOR SHALL VERIFY DEAD
LEG IS NOT ACTIVE PRIOR TO REMOVING SECTION OF PIPE.

SECOND SHIFT WORK NOTE

ALL WORK SHOWN ON THIS FLOOR PLAN SHALL BE COMPLETED AFTER THE DEPARTMENT HAS COMPLETED WORK
FOR THE DAY. THE STARTING TIME WILL VARY BY DEPARTMENT AND MUST BE COORDINATED WITH THE COR. IN THE
CASE OF A SCHEDULING CONFLICT, THE CONTRACTOR SHALL NOTIFY THE COR OF THE AREA WHERE WORK IS BEING
STOPPED AND IDENTIFY THE FLOAT AREA THEY PLAN TO WORK IN FOR THE NIGHT.
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